
 
 
 

January 08, 2018 
Mr. Phil Fleming 
Fullerton Joint Union High School District 
1027 South Leslie Street 
La Habra, CA 90631 

 
Subject:  Lead Testing Results at Fullerton Joint Union High School District 

 
Dear Mr. Fleming: 
 
Enclosed is a copy of the completed Lead sampling results for the water samples that we collected 
during December 19, 2017 through December 21, 2017 for all the schools in the district, which are 
served by City of Fullerton (Attachment A).  The sample analysis was performed by the City’s 
contracted laboratory, Clinical Laboratory of San Bernardino, Inc. 
 
The Lead Action Level is 15 micrograms per liter (µg/L) and Reporting Detection Limit is 5 µg/L. For the 
Lead sampling events just completed, lead was not detected in all water samples collected from the 
approved locations on the lead sampling plan.  Enclosed is the school district’s lead sampling plan for 
your reference (Attachment B).  No further testing is needed.  
 
The analytical results for the collected water samples can be located on the laboratory form under the 
heading titled “Result”.  The sampling results are indicated in micrograms per liter (µg/L).  A result of 
“ND” indicates the constituent was not detected at or above the reporting limit in the water sample.   
Below is the location description associated with the Sample ID’s on the laboratory form: 
 
Buena Park High School 
3010010-AAC-A:  Farm Building- Drinking Fountain 
3010010-AAC-B:  Pool Deck Building 160- Drinking Fountain 
3010010-AAC-C:  Building 180 Cafeteria- Drinking Fountain 
3010010-AAC-D:  200 Building- Drinking Fountain 
3010010-AAC-E:  40’s Row- Drinking Fountain 
 
Fullerton Union High School 
3010010-AAD-A:  Stadium Visitors Restroom- Drinking Fountain 
3010010-AAD-B:  Football Field House Building 190- Drinking Fountain 
3010010-AAD-C:  Cafeteria Building 100- Drinking Fountain 
3010010-AAD-D:  Administration Building- Drinking Fountain 
3010010-AAD-E:  Science 2 Building- Drinking Fountain 
 
La Sierra High School 
3010010-AAE-A:  Building 3004- Drinking Fountain 
3010010-AAE-B:  Building 3104- Drinking Fountain 
3010010-AAE-C:  Breezeway- Drinking Fountain 
 
La Vista High School 
3010010-AAF-A:  Building #4 Cafeteria- Drinking Fountain 
3010010-AAF-B:  Building #5 Hallway- Drinking Fountain 
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Sunny Hills High School 
3010010-AAG-A:  Agricultural Farm Restroom Building-Drinking Fountain 
3010010-AAG-B:  Pool Deck Girls Locker Room- Drinking Fountain 
3010010-AAG-C:  400 Building- Drinking Fountain 
3010010-AAG-D:  20’s Building- Drinking Fountain 
3010010-AAG-E:  30’s Building- Drinking Fountain 
 
Troy High School 
3010010-AAH-A:  Performing Arts Center- Drinking Fountain 
3010010-AAH-B:  400 Building- Drinking Fountain 
3010010-AAH-C:  900 Building- Drinking Fountain 
3010010-AAH-D:  Tennis Courts- Drinking Fountain 
3010010-AAH-E:   Endeavor Building- Drinking Fountain 

 
If you have any questions regarding your water quality test results or need additional information, 
please contact Jon Orndorff at (714) 738-6746 via email jono@ci.fullerton.ca.us or contact the Water 
System Manager/Assistant City Engineer at HyeJinL@ci.fullerton.ca.us. 

 
 

Sincerely, 
 

 
 
Hye Jin Lee, P.E. 
Water System Manager/Assistant City Engineer 
City of Fullerton 
 
 
Enclosure: 
Attachment A- Lead Sampling Results 
Attachment B- Lead Sampling Plan 
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